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Overview 
Rosenberg Modbus 

 
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

  

  

 

 

 

 

 

 

 

 

 

 

 

 

  

 

 

 

  

Select 
Quick start Guide 

or      

Select Bus-ID for Quick start Guide 

Control 

Start-Up-Configuration 

During configuration, make sure that only one fan is connected.   

It is recommended to do the configuration with ECParam software 

Attention: Your network must be disconnected while 

the laptop is connected. 

2. 

3. 

4. 

Build your Bus Network 1. 

BA601 BA602 

XX ->RS485 Converter 

https://www.rosenberg-gmbh.com/de/component/phocadownload/category/8-sonstiges?download=51:betriebsanleitung-installation-eines-modbus-systems-ba601
https://www.rosenberg-gmbh.com/de/component/phocadownload/category/8-sonstiges?download=295:betriebsanleitung-installation-eines-modbus-systems-fuer-baugroesse-6-gen3-ba602

